
CHAPTER 64E-10 SANITARY FACILITIES FOR BUILDINGS SERVING THE PUBLIC
AND PLACES OF EMPLOYMENT
64E-10.001 General.
64E-10.002 Special Requirements.
64E-10.003 Cleanliness and Maintenance.
64E-10.004 Soap, Towels and Toilet Tissue.

64E-10.001 General.
This rule addresses minimum standards for the number, operation, and maintenance of sanitary facilities in
places serving the
public and places of employment. The Department of Health and Rehabilitative Services adopts by
reference the 1994 Standard
Plumbing Code and its 1995 Supplement and the 1994 Standard Building Code to determine the required
number of plumbing
fixtures for such places. Where the basis of determining the number of persons to be served is not specified
in this chapter or by the
design architect or engineer, the 1994 edition of the Life Safety Code of the National Fire Prevention
Association shall be used to
determine the occupant load.
Specific Authority 381.0011(13), 381.006(14) FS. Law Implemented 381.006(6) FS. History–New 10-18-89, Amended
8-7-96, Formerly
10D-10.035.

64E-10.002 Special Requirements.
(1) For temporary outdoor events such as outdoor theaters and biker’s week that are not covered by
Department regulations,
the 1994 Standard Plumbing Code and its 1995 Revisions, or the 1994 Standard Building Code, the
Department shall use the
following sanitary fixture ratios for public assembly:
PLACES OF PUBLIC ASSEMBLY
MALES FEMALES
Number Toilets Urinals Sinks Number Toilets Sinks
1 – 100 1 1 1 1 – 50 1 1
101 – 250 2 1 1 51 – 140 2 1
251 – 360 2 2 1 141 – 250 3 2
361 – 470 2 3 2 251 – 360 4 2
471 – 580 3 3 2 361 – 470 5 3
581 – 700 3 4 3 471 – 690 6 3
701 – 820 3 5 4 691 – 960 7 4
821 – 975 4 5 4 961 – 1300 8 4
976 – 1150 4 7 4 1301 – 1640 9 5
1151 – 1325 4 7 4 1641 – 2000 10 6
1326 – 1490 5 7 5 2001 – 2350 11 7
1491 – 1675 5 8 5 2351 – 2700 12 8
1676 – 1875 6 9 5
1876 – 2075 6 9 6
2076 – 2250 6 10 6
2251 – 2475 6 11 6
2476 – 2700 6 12 7
For outdoor events over 2700 males, add 1 toilet, 1 urinal, and 1 handwashing sink for each additional 350
males. For more than
2700 females, add 1 toilet for each 350 people and 1 handwashing sink for each 500 attendees.
(2) Temporary Housing Facilities
Wherever temporary housing is provided to more than 60 people who are homeless as a result of
displacement from their homes



either by immigration, natural disaster, or financial hardship, the temporary housing facility shall provide a
minimum of 1 toilet, 1
handwashing sink, and 1 shower for each 20 people or fraction thereof.
Specific Authority 381.0011(13), 381.006(14) FS. Law Implemented 381.006(6) FS. History–New 10-18-89, Amended
7-22-92, 7-3-94, 8-7-96,
Formerly 10D-10.041.

64E-10.003 Cleanliness and Maintenance.
Floors and plumbing fixtures shall be cleaned and sanitized as needed but not less than once a day.
Plumbing fixtures and plumbing
shall be maintained in good repair and free from odor.
Specific Authority 381.0011(13), 381.006(14) FS. Law Implemented 381.006(6) FS. History–New 10-18-89, Amended
8-7-96, Formerly
10D-10.044.

64E-10.004 Soap, Towels and Toilet Tissue.
Sanitary facilities shall be furnished with soap, preferably liquid type and approved single service towels or
other approved
hand-drying devices. The use of a common towel is prohibited. Each sanitary facility shall be provided
with toilet tissue.
Specific Authority 381.0011(13), 381.006(14) FS. Law Implemented 381.006(6) FS. History–New 10-18-89, Amended
8-7-96, Formerly
10D-10.047.


